
RCW 49.24.160  Air plant—Feed water.  (1) A good and sufficient 
air plant for the compression of air shall be provided to meet not 
only ordinary conditions, but emergencies, and to provide margin for 
repairs at all times. Provision must be made for storing in tanks at 
each boiler house enough feed water for twelve hours' supply unless 
connection can be made with two independent and separately sufficient 
sources of supply.

(2) The plant shall be capable of furnishing to each working 
chamber a sufficient air supply for all pressure to enable work to be 
done.  [1941 c 194 § 9; Rem. Supp. 1941 § 7666-17.]
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