
WAC 296-24-60207  Water supply.  You must ensure that the minimum 
water supply for standpipe and hose systems, which are provided for 
the use of employees, are sufficient to provide 100 gallons per minute 
(6.3 l/s) for a period of at least thirty minutes.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 15-24-100, § 296-24-60207, filed 12/1/15, effective 
1/5/16. Statutory Authority: RCW 49.17.040 and 49.17.050. WSR 
82-02-003 (Order 81-32), § 296-24-60207, filed 12/24/81.]
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