
WAC 296-307-18005  How must fan blades be guarded?  You must 
guard the blades of a fan located less than seven feet above the floor 
or working level. The guard must have maximum openings of one-half 
inch.
[Statutory Authority: RCW 49.17.040. WSR 98-24-096, § 296-307-18005, 
filed 12/1/98, effective 3/1/99.]
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