
WAC 296-307-37823  What safety-related work practices relate to 
test instruments and equipment?  (1) Only qualified persons may per-
form testing work on electric circuits or equipment.

(2) Test instruments and equipment and all associated test leads, 
cables, power cords, probes, and connectors must be visually inspected 
for external defects and damage before the equipment is used. If there 
is a defect or evidence of damage that might expose an employee to in-
jury, the defective or damaged item must be removed from service, and 
no employee may use it until necessary repairs and tests to render the 
equipment safe have been made.

(3) Test instruments and equipment and their accessories must be 
rated for the circuits and equipment to which they will be connected 
and must be designed for the environment in which they will be used.
[WSR 97-09-013, recodified as § 296-307-37823, filed 4/7/97, effective 
4/7/97. Statutory Authority: RCW 49.17.040, [49.17.]050 and 
[49.17.]060. WSR 96-22-048, § 296-306A-37823, filed 10/31/96, effec-
tive 12/1/96.]
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