
WAC 51-11C-40373  Section C403.7.3—Ventilation air heating con-
trol.
C403.7.3 Ventilation air heating control. Units that provide ventila-
tion air to multiple zones and operate in conjunction with zone heat-
ing and cooling systems shall not use heating or heat recovery to warm 
supply air to a temperature greater than 60°F (16°C) when representa-
tive building loads or outdoor air temperature indicate that the ma-
jority of zones require cooling.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40373, filed 11/26/19, effec-
tive 7/1/20.]
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