
WAC 51-11C-40405  Section C404.5—Water heater installation.
C404.5 Water heater installation. Electric water heaters in uncondi-
tioned spaces or on concrete floors shall be placed on an incompressi-
ble, insulated surface with a minimum thermal resistance of R-10.
[Statutory Authority: RCW 19.27A.020, 19.27A.025 and chapters 19.27 
and 34.05 RCW. WSR 13-04-056, § 51-11C-40405, filed 2/1/13, effective 
7/1/13.]
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