
WAC 51-11C-40703  Section C407.3—Performance-based compliance.
C407.3 Performance-based compliance. Compliance with this section re-
quires compliance with ASHRAE Standard 90.1 Appendix G, Performance 
Rating Method, in accordance with Standard 90.1 Section 4.2.1 with the 
following modifications:

1. The mandatory requirements of Section G1.2.1a of Standard 90.1 
are not required to be met.

2. The reduction in annual carbon emissions of the proposed 
building design associated with on-site renewable energy shall not be 
more than 3 percent of the total carbon emissions of the baseline 
building design.

3. References to energy cost in Section 4.2.1.1 and Appendix G 
shall be replaced by carbon emissions calculated by multiplying site 
energy consumption by the carbon emission factor from Table C407.3(1).

4. The building performance factors in Table C4.2.1.1 shall be 
replaced with those in Table C407.3(2).
C407.3.1 Limits on nonmandatory measures. The Proposed Total UA of the 
proposed building shall be no more than 20 percent higher than the Al-
lowed Total UA as defined in Section C402.1.5.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40703, filed 11/26/19, effec-
tive 7/1/20. Statutory Authority: RCW 19.27A.025, 19.27A.160, and 
19.27.074. WSR 16-03-072, § 51-11C-40703, filed 1/19/16, effective 
7/1/16. Statutory Authority: RCW 19.27A.020, 19.27A.025 and chapters 
19.27 and 34.05 RCW. WSR 13-04-056, § 51-11C-40703, filed 2/1/13, ef-
fective 7/1/13.]
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