
WAC 296-45-48530  Water or steam spaces.  The following require-
ments apply to work in water and steam spaces associated with boilers:

(1) A designated employee must inspect conditions before work is 
permitted and after its completion. Eye protection, or full face pro-
tection if necessary, must be worn at all times when condenser, heat-
er, or boiler tubes are being cleaned.

(2) Where it is necessary for employees to work near tube ends 
during cleaning, shielding must be installed at the tube ends.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, 49.17.060 
and chapter 49.17 RCW. WSR 19-13-083, § 296-45-48530, filed 6/18/19, 
effective 8/1/19. Statutory Authority: RCW 49.17.010, [49.17].040, 
[49.17].050 and [49.17].060. WSR 98-07-009, § 296-45-48530, filed 
3/6/98, effective 5/6/98.]
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