
WAC 296-96-18080  Hoistway enclosures.  The sides of elevator 
hoistways adjacent to a dock area platform, walkway or ramp shall be 
enclosed. The enclosures shall comply with the hoistway safety gate 
dimension and pressure requirements in WAC 296-96-18070.
[Statutory Authority: Chapter 70.87 RCW. WSR 18-18-070, § 
296-96-18080, filed 8/31/18, effective 10/1/18. Statutory Authority: 
RCW 70.87.020, 70.87.030, 70.87.034, 70.87.120, 70.87.185 and chapter 
70.87 RCW. WSR 01-02-026, § 296-96-18080, filed 12/22/00, effective 
1/22/01.]
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