
WAC 296-96-23701  Periodic examinations and tests on commercial 
accessibility lifts.  (1) A test tag in accordance with ASME A18.1, 
Section 10.3, shall be attached and visible. A full-load safety test 
shall be performed with weights on all commercial accessibility equip-
ment.

(2) The owner shall ensure that the accessibility lifts are rou-
tinely examined and maintained in accordance with ASME A18.1, Section 
10.2.

(3) Documentation of tests, examinations and maintenance shall be 
readily accessible on-site.
[Statutory Authority: Chapter 70.87 RCW. WSR 18-18-070, § 
296-96-23701, filed 8/31/18, effective 10/1/18; WSR 13-24-066, § 
296-96-23701, filed 11/27/13, effective 1/1/14.]
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