
WAC 296-307-36418  Identification and load rating of electrical 
equipment.  (1) Name plates, rating data, and marks of identification 
on electrical equipment and electrically operated machines must not be 
removed, defaced or obliterated.

(2) In existing installations, no changes in circuit protection 
must be made to increase the load beyond the load rating of the cir-
cuit wiring, as specified in the National Electrical Code, NFPA 
70-1973; ANSI C1-1972, Article 310.

(3) Tampering with, bridging, or using oversize fuses is prohibi-
ted. If fuses blow repeatedly, employees must immediately report the 
trouble to the employer or to an authorized electrician.

(4) Attempting to start electric motors that kick out repeatedly 
is prohibited.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 20-21-091, § 296-307-36418, filed 10/20/20, effective 
11/20/20. WSR 97-09-013, recodified as § 296-307-36418, filed 4/7/97, 
effective 4/7/97. Statutory Authority: RCW 49.17.040, [49.17.]050 and 
[49.17.]060. WSR 96-22-048, § 296-306A-36418, filed 10/31/96, effec-
tive 12/1/96.]
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