
WAC 51-54A-8000  Referenced standards.
NFPA 96-07 Standard for Ventilation Control and Fire Protection of 
Commercial Cooking Operations . . . . . . . . . . . . . . . . . 609.3
NFPA 720-15 Standard for the Installation of Carbon Monoxide (CO) 
Warning Equipment in Dwelling Units . . . . . . . . . . . . . . 1103.9
NFPA 130-17 Standard for Fixed Guideway Transit and Passenger Rail 
Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3901.1
[Statutory Authority: RCW 19.27.031, 19.27.074 and chapter 19.27 RCW. 
WSR 19-02-086, § 51-54A-8000, filed 1/2/19, effective 7/1/19. Statuto-
ry Authority: RCW 19.27.031 and 19.27.074. WSR 16-03-055, § 
51-54A-8000, filed 1/16/16, effective 7/1/16. Statutory Authority: RCW 
19.27A.031, 19.27.074 and chapters 19.27 and 34.05 RCW. WSR 13-04-063, 
§ 51-54A-8000, filed 2/1/13, effective 7/1/13.]
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