
WAC 296-46B-500  Hazardous (classified) locations, Classes I, II, 
and III, Divisions 1 and 2.

005 Classification of locations.
Classification of locations may only be done by the authority 

having jurisdiction or a professional engineer registered in Washing-
ton who uses appropriate National Fire Protection Standards as a basis 
for classification. The authority having jurisdiction is allowed to 
make the final determination in cases of conflict.
[Statutory Authority: RCW 19.28.006, 19.28.010, 19.28.031, 19.28.041, 
19.28.061, 19.28.101, 19.28.131, 19.28.161, 19.28.171, 19.28.191, 
19.28.201, 19.28.211, 19.28.241, 19.28.251, 19.28.281, 19.28.311, 
19.28.321, 19.28.400, 19.28.420, 19.28.490, 19.28.551. WSR 08-24-048, 
§ 296-46B-500, filed 11/25/08, effective 12/31/08.]
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