
(Effective July 1, 2023)

WAC 51-54A-1005  Means of egress sizing.
1005.1 General. All portions of the means of egress system shall be 
sized in accordance with this section.
EXCEPTIONS: 1. Aisles and aisle access ways in rooms or spaces used for assembly purposes complying with Section 1030.
 2. The capacity in inches, of means of egress components for fixed guideway transit and passenger rail stations, shall meet the 

requirements of Section 4901.

[Statutory Authority: RCW 19.27.031 and 19.27.074. WSR 22-13-093, § 
51-54A-1005, filed 6/14/22, effective 7/1/23.]
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