
WAC 296-45-48560  Hydroplants and equipment.  Employees working 
on or close to water gates, valves, intakes, forebays, flumes, or oth-
er locations where increased or decreased water flow or levels may 
pose a significant hazard must be warned and must vacate such danger-
ous areas before water flow changes are made.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, 49.17.060 
and chapter 49.17 RCW. WSR 19-13-083, § 296-45-48560, filed 6/18/19, 
effective 8/1/19. Statutory Authority: RCW 49.17.010, [49.17].040, 
[49.17].050 and [49.17].060. WSR 98-07-009, § 296-45-48560, filed 
3/6/98, effective 5/6/98.]
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