
WAC 296-52-70085  Lighting.  (1) Battery activated safety lights 
or lanterns may be used in explosive storage magazines.

(2) National Fire Protection Association (NFPA) Standards.
(a) Electric lighting used in an explosive storage magazine must 

meet National Electric Code (NEC) standards (NFPA 70-1992) for all 
magazine conditions.

(b) All electrical switches must:
(i) Be located outside the magazine;
(ii) Meet NEC standards.

[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 17-16-132, § 296-52-70085, filed 8/1/17, effective 
9/1/17. Statutory Authority: RCW 49.17.010, [49.17].040, and 
[49.17].050. WSR 02-03-125, § 296-52-70085, filed 1/23/02, effective 
3/1/02.]
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