
WAC 51-11C-40505  Section C405.4—Interior lighting power re-
quirements.
C405.4 Interior lighting power requirements. A building complies with 
this section if its total connected interior lighting power calculated 
under Section C405.4.1 is no greater than the interior lighting power 
allowance calculated under Section C405.4.2.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40505, filed 11/26/19, effec-
tive 7/1/20. Statutory Authority: RCW 19.27A.025, 19.27A.160, and 
19.27.074. WSR 16-03-072, § 51-11C-40505, filed 1/19/16, effective 
7/1/16. Statutory Authority: RCW 19.27A.020, 19.27A.025 and chapters 
19.27 and 34.05 RCW. WSR 13-04-056, § 51-11C-40505, filed 2/1/13, ef-
fective 7/1/13.]
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