
(Effective until March 15, 2024)

WAC 51-11C-40607  Section C406.7—High performance dedicated out-
door air system option.
C406.7 High performance dedicated outdoor air system (DOAS). A whole 
building, building addition or tenant space which includes a DOAS com-
plying with Section C406.6 shall also provide minimum sensible effec-
tiveness of heat recovery of 80 percent and DOAS total combined fan 
power less than 0.5 W/cfm of outdoor air. For the purpose of this sec-
tion, total combined fan power includes all supply, exhaust, recircu-
lation and other fans utilized for the purpose of ventilation.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40607, filed 11/26/19, effec-
tive 7/1/20. Statutory Authority: RCW 19.27A.025, 19.27A.045, 
19.27A.160, and 19.27.074. WSR 16-24-070, § 51-11C-40607, filed 
12/6/16, effective 5/1/17. Statutory Authority: RCW 19.27A.025, 
19.27A.160, and 19.27.074. WSR 16-03-072, § 51-11C-40607, filed 
1/19/16, effective 7/1/16.]

(Effective March 15, 2024)

WAC 51-11C-40607  Reserved.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ters 19.27A and 19.27 RCW. WSR 22-14-091, 23-12-101, and 23-20-021, § 
51-11C-40607, filed 7/1/22, 6/7/23, and 9/25/23, effective 3/15/24. 
Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40607, filed 11/26/19, effec-
tive 7/1/20. Statutory Authority: RCW 19.27A.025, 19.27A.045, 
19.27A.160, and 19.27.074. WSR 16-24-070, § 51-11C-40607, filed 
12/6/16, effective 5/1/17. Statutory Authority: RCW 19.27A.025, 
19.27A.160, and 19.27.074. WSR 16-03-072, § 51-11C-40607, filed 
1/19/16, effective 7/1/16.]
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