
(Effective until March 15, 2024)

WAC 51-54A-0701  General.
701.6 Owner's responsibility. The owner shall maintain an inventory of 
all required fire-resistance-rated construction, construction instal-
led to resist the passage of smoke and the construction included in 
Sections 703 through 707 and Sections 602.4.1 and 602.4.2 of the In
ternational Building Code. Such construction shall be visually inspec-
ted by the owner annually and properly repaired, restored or replaced 
where damaged, altered, breached or penetrated. Records of inspections 
and repairs shall be maintained. Where concealed, such elements shall 
not be required to be visually inspected by the owner unless the con-
cealed space is accessible by the removal or movement of a panel, ac-
cess door, ceiling tile or similar movable entry to the space.
[Statutory Authority: RCW 19.27.031 and 19.27.074. WSR 20-01-162, § 
51-54A-0701, filed 12/18/19, effective 7/1/20. Statutory Authority: 
RCW 19.27.031, 19.27.074 and chapter 19.27 RCW. WSR 19-02-086, § 
51-54A-0701, filed 1/2/19, effective 7/1/19.]

(Effective March 15, 2024)

WAC 51-54A-0701  Reserved.
[Statutory Authority: RCW 19.27.031 and 19.27.074. WSR 22-13-093, 
23-12-107, and 23-20-027, § 51-54A-0701, filed 6/14/22, 6/7/23, and 
9/25/23, effective 3/15/24; WSR 20-01-162, § 51-54A-0701, filed 
12/18/19, effective 7/1/20. Statutory Authority: RCW 19.27.031, 
19.27.074 and chapter 19.27 RCW. WSR 19-02-086, § 51-54A-0701, filed 
1/2/19, effective 7/1/19.]
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