
WAC 51-54A-6108  Fire protection.
6108.1 General. Storage, handling and transportation of liquefied pe-
troleum gas (LP-gas) and the installation of LP-gas equipment perti-
nent to systems for such uses shall comply with this chapter and NFPA 
58. Properties of LP-gas shall be determined in accordance with Appen-
dix B of NFPA 58.
EXCEPTION: The use and storage of listed propane fired barbeque grills on R-2 decks and balconies with an approved container not exceeding a 

water capacity of 20 pounds (9 kg) that maintain a minimum clearance of 18 inches on all sides, unless listed for lesser clearances.

[Statutory Authority: RCW 19.27.031 and 19.27.074. WSR 20-01-162, § 
51-54A-6108, filed 12/18/19, effective 7/1/20. Statutory Authority: 
RCW 19.27A.031, 19.27.074 and chapters 19.27 and 34.05 RCW. WSR 
13-04-063, § 51-54A-6108, filed 2/1/13, effective 7/1/13.]
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