
WAC 296-24-62703  Specific requirements.  (1) You must ensure 
that foam and water spray systems are designed to be effective in at 
least controlling fire in the protected area or on protected equip-
ment.

(2) You must ensure that drainage of water spray systems is di-
rected away from areas where employees are working and that no emer-
gency egress is permitted through the drainage path.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 15-24-100, § 296-24-62703, filed 12/1/15, effective 
1/5/16. Statutory Authority: RCW 49.17.040 and 49.17.050. WSR 
82-02-003 (Order 81-32), § 296-24-62703, filed 12/24/81.]
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