
WAC 296-150V-1330  What are the mechanical requirements for a 
conversion vendor unit or medical unit?  When mechanical and ventila-
tion equipment is installed in or on a conversion vendor unit or medi-
cal unit, it must be installed according to the requirements of the 
International Mechanical Code, and to the conditions of the equipment 
approval or listing.
[Statutory Authority: Chapter 43.22 RCW. WSR 12-15-061, § 
296-150V-1330, filed 7/17/12, effective 9/1/12; WSR 99-18-069, § 
296-150V-1330, filed 8/31/99, effective 10/1/99.]
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