
WAC 296-307-34503  Scope.  (1) WAC 296-307-345 applies to all 
emergency employee alarms required by a specific WAC chapter. This 
section does not apply to discharge or supervisory alarms required on 
various fixed extinguishing systems or to supervisory alarms on fire 
suppression, alarm or detection systems unless they are intended to be 
employee alarm systems.

(2) The maintenance, testing, and inspection requirements of this 
section apply to all local fire alarm signaling systems used for 
alerting employees regardless of the other functions of the system.

(3) All predischarge employee alarms required by this chapter 
must meet the requirements of WAC 296-307-34506 and 296-307-34512.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 20-21-091, § 296-307-34503, filed 10/20/20, effective 
11/20/20. Statutory Authority: RCW 49.17.040. WSR 98-24-096, § 
296-307-34503, filed 12/1/98, effective 3/1/99. WSR 97-09-013, recodi-
fied as § 296-307-34503, filed 4/7/97, effective 4/7/97. Statutory Au-
thority: RCW 49.17.040, [49.17.]050 and [49.17.]060. WSR 96-22-048, § 
296-306A-34503, filed 10/31/96, effective 12/1/96.]
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