
WAC 296-307-42521  Stationary engines used indoors.  Stationary 
engines and gas turbines installed in buildings, including portable 
engines used instead of or to supplement stationary engines, must com-
ply with the Standard for the Institution and Use of Stationary Com-
bustion Engines and Gas Turbines, NFPA 37-1970, and the appropriate 
requirements of WAC 296-307-410 through 296-307-420.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 20-21-091, § 296-307-42521, filed 10/20/20, effective 
11/20/20. Statutory Authority: RCW 49.17.040. WSR 98-24-096, § 
296-307-42521, filed 12/1/98, effective 3/1/99. WSR 97-09-013, recodi-
fied as § 296-307-42521, filed 4/7/97, effective 4/7/97. Statutory Au-
thority: RCW 49.17.040, [49.17.]050 and [49.17.]060. WSR 96-22-048, § 
296-306A-42521, filed 10/31/96, effective 12/1/96.]

Certified on 2/20/2023 WAC 296-307-42521 Page 1


		2023-02-21T18:17:10-0800
	Electronic transmittal




