
WAC 296-307-43509  Valves and accessories.  Container valves and 
accessories must be provided, protected and mounted as follows:

(1) Systems using DOT cylinders according to WAC 296-307-41511.
(2) All other systems according to WAC 296-307-42005 (2) through 

(8).
(3) Portable, semiportable and permanently mounted containers 

must be mounted and protected as provided under WAC 296-307-43503 (2), 
(5), and (6).
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 20-21-091, § 296-307-43509, filed 10/20/20, effective 
11/20/20. Statutory Authority: RCW 49.17.040. WSR 98-24-096, § 
296-307-43509, filed 12/1/98, effective 3/1/99. WSR 97-09-013, recodi-
fied as § 296-307-43509, filed 4/7/97, effective 4/7/97. Statutory Au-
thority: RCW 49.17.040, [49.17.]050 and [49.17.]060. WSR 96-22-048, § 
296-306A-43509, filed 10/31/96, effective 12/1/96.]
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