
WAC 296-307-44019  Pumps and accessory equipment.  All pumps and 
accessory equipment must be suitable for LP-gas service, and designed 
for at least the maximum pressure to which they may be subjected. Ac-
cessories must have a minimum rated working pressure of 250 psig. Pos-
itive displacement pumps must have suitable pressure actuated bypass 
valves permitting flow from pump discharge to storage container or 
pump suction.
[Statutory Authority: RCW 49.17.010, 49.17.040, 49.17.050, and 
49.17.060. WSR 20-21-091, § 296-307-44019, filed 10/20/20, effective 
11/20/20. WSR 97-09-013, recodified as § 296-307-44019, filed 4/7/97, 
effective 4/7/97. Statutory Authority: RCW 49.17.040, [49.17.]050 and 
[49.17.]060. WSR 96-22-048, § 296-306A-44019, filed 10/31/96, effec-
tive 12/1/96.]
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