
WAC 51-51-60105  Appendix Q—Dwelling unit fire sprinkler sys-
tems.  The design and installation of residential fire sprinkler sys-
tems shall be in accordance with the 2015 International Residential 
Code Section P2904 Dwelling Unit Fire Sprinkler Systems.
[Statutory Authority: RCW 19.27.031 and 19.27.074. WSR 16-03-025, § 
51-51-60105, filed 1/11/16, effective 7/1/16. Statutory Authority: RCW 
19.27.031 and chapters 19.27 and 34.05 RCW. WSR 13-04-068, § 
51-51-60105, filed 2/1/13, effective 7/1/13. Statutory Authority: RCW 
19.27.031 and 19.27.074. WSR 10-03-098, § 51-51-60105, filed 1/20/10, 
effective 7/1/10.]
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