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WAC 212-12-001 Purpose. The purpose of this 
chapter is to prescribe regulations consistent with nationally 
recognized good practice for the safeguarding of life and 
property from the hazards of fire, explosion, and panic. This 
regulation is applicable to the director of fire protection 
services. The director of fire protection services is autho­
rized to administer and enforce this chapter. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-001, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-005 Definitions. Unless otherwise 
clarified in this section, definitions in the State Building 
Code shall apply to this chapter. The following definitions 
shall also apply to this chapter: 

(1) "Adult family homes" are those facilities licensed by 
the department of social and health services under chapter 
70.128 RCW and chapter 388-76 WAC. Adult family 
homes shall be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(2) "Adult residential rehabilitation facility" means a 
residence, place, or facility, including private adult treatment 
homes, licensed by the department of health under chapter 
71.12 RCW and chapter 246-325 WAC. Adult residential 
rehabilitation facilities shall be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(3) "Alcoholism hospital" means facilities or institutions 
licensed by the department of health under chapter 71.12 
RCW and chapter 246-322 WAC. Alcoholism hospitals 
shall be classified as a Group I, Division 1.1 Occupancy. 

(4) "Alcoholism intensive inpatient treatment services" 
means those services licensed by the department of health 
under chapter 71.12 RCW and chapter 246-326 WAC. 
Alcoholism intensive inpatient treatment services shall be 
classified as: 
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(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(5) "Alcoholism treatment facility" means a facility 
operated primarily for the treatment of alcoholism licensed 
by the department of health under chapter 71.12 RCW and 
chapter 246-362 WAC. Alcoholism treatment facilities shall 
be classified as follows: 

(a) "Alcoholism detoxification services": 
(i) Acute: Group I, Division 1.1. 
(ii) Sub-acute: Group R, Division 3 Occupancy when 

accommodating five or less clients or residents, excluding 
staff; Group R, Division 4 Occupancy when accommodating 
more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff; Group R, Division 5 
Occupancy when accommodating more than five and not 
more than sixteen nonambulatory, nonrestrained clients or 
residents, excluding staff; Group R, Division 1 Occupancy 
with Group I, Division 1.2 exit requirements when accom­
modating more than sixteen clients or residents, excluding 
staff. 

(b) "Alcoholism long term treatment services": Alco­
holism long term treatment services shall be classified as: 

(i) Group R, Division 3 Occupancy when accommodat­
ing five for less clients or residents, excluding staff. 

(ii) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(iii) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(iv) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(c) "Alcohol recovery house services": Alcohol recov­
ery house services shall be classified as: 

(i) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(ii) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(iii) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(iv) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(6) "Ambulatory" means physically and mentally 
capable of walking or traversing a normal path to safety, 

including the ascent and descent of stairs, without the 
physical assistance of another person. 

(7) "Approved" refers to approval by the director of fire 
protection services as a result of investigation and tests 
conducted by the director of fire protection services or by 
reason of accepted principles or tests by national authorities, 
or technical or scientific organizations. 

(8) "Authority having jurisdiction" is the director of fire 
protection services or authorized deputy or designee. 

(9) "Bed and breakfast:" See transient accommodation 
definition in this section. 

(10) "Boarding home" means any home or other 
institution licensed by the department of health under chapter 
18.20 RCW and chapter 246-316 WAC. Boarding homes 
shall be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 2.1 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(11) "Building official" means the designated authority 
appointed by the governing body of each city or county who 
is in charge of the administration and enforcement of the 
Uniform Building Code. 

(12) "Chief deputy state fire marshal" means the chief 
deputy state fire marshal who manages a specific unit within 
the fire protection services division or as designated by the 
director of fire protection services. 

(13) "Child birth center" means a facility or institution 
licensed by the department of health under chapter 18.46 
RCW and chapter 246-329 WAC. Child birth centers shall 
be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(14) "Child day care center" means an agency which 
provides child day care outside the abode of the licensee or 
for thirteen or more children in the abode of the licensee. 
Such facilities are licensed by the department of social and 
health services under chapter 74.15 RCW and chapter 388-
150 WAC. Child day care centers shall be classified as a 
Group E, Division 3 Occupancy. 

(15) "Director of fire protection services" means the 
director of the fire protection services division in the 
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department of community development or authorized deputy 
or designee. 

(16) "Evaluation process" means the initial steps in the 
informal appeals process established by the director of fire 
protection services under the authority of RCW 34.05.060. 

(17) "Family child day care home" means a child day 
care facility located in the family abode of the person or 
persons under whose direct care and supervision the child is 
placed, for the care of twelve or fewer children, including 
children who reside at the home. Such facilities are licensed 
by the department of social and health services under chapter 
74.15 RCW and chapter 388-155 WAC. Family child day 
care homes shall be classified as a Group R, Division 3 
Occupancy. 

(18) "Fire official" means the person or other designated 
authority appointed by the city or county for the administra­
tion and enforcement of the Uniform Fire Code. 

(19) "Group care facility" means a facility licensed by 
the department of social and health services under chapter 
74.15 RCW and chapter 388-73 WAC. Group care facilities 
shall be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or fewer clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen clients or residents, excluding staff. 

(20) "Group care facilities for severely and multiply 
handicapped children" means facilities which are maintained 
and operated for the care of a group of children as licensed 
by the department of social and health services under chapter 
74.15 RCW and chapter 388-73 WAC. Group care facilities 
for severely and multiply handicapped children shall be 
classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen ambulatory clients or residents, excluding staff. 

(e) Group I, Division 1.1 Occupancy when accommodat­
ing more than sixteen nonambulatory clients or residents, 
excluding staff. 

(f) Group I, Division 3 Occupancy when accommodat­
ing any number of restrained persons. 

(21) "Hospice care center" means any building, facility, 
or place licensed by the department of health under chapter 
70.41 RCW and chapter 246-321 WAC. Hospice care 
centers shall be classified as a Group I, Division 1.1 Occu­
pancy. 
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(22) "Hospital" means an institution, place, building, or 
agency licensed by the department of health under chapter 
70.41 RCW and chapter 246-318 WAC. Hospitals shall be 
classified as a Group I, Division 1.1 Occupancy. 

(23) "Nonambulatory" means physically or mentally 
unable to walk or traverse a normal path to safety without 
the physical assistance of another person. 

(24) "Nursing home" means any home, place, or 
institution licensed by the department of social and health 
services under chapter 18.51 RCW and chapter 248-14 
WAC. Nursing homes shall be classified as a Group I, 
Division 1.1 Occupancy. 

(25) "Private adult treatment home" means the same as 
an adult residential rehabilitation facility as defined in (2) of 
this section. 

(26) "Psychiatric hospital" means an institution licensed 
by the department of health under chapter 71.12 RCW and 
chapter 246-322 WAC. Psychiatric hospitals shall be 
classified as a Group I, Division 3 Occupancy. 

(27) "Residential treatment facility for psychiatrically 
impaired children and youth" means a residence, place, or 
facility licensed by the department of health under chapter 
71.12 RCW and chapter 246-323 WAC. Residential 
treatment facilities for psychiatrically impaired children and 
youth shall be classified as: 

(a) Group R, Division 3 Occupancy when accommodat­
ing five or less clients or residents, excluding staff. 

(b) Group R, Division 4 Occupancy when accommodat­
ing more than five and not more than sixteen ambulatory, 
nonrestrained clients or residents who may have a mental or 
physical impairment, excluding staff. 

(c) Group R, Division 5 Occupancy when accommodat­
ing more than five and not more than sixteen nonambulatory, 
nonrestrained clients or residents, excluding staff. 

(d) Group R, Division 1 Occupancy with Group I, 
Division 1.2 exit requirements when accommodating more 
than sixteen ambulatory, nonrestrained clients or residents, 
excluding staff. 

(e) Group I, Division 1.1 Occupancy when accommodat­
ing more than sixteen nonambulatory, nonrestrained clients 
or residents, excluding staff. 

(f) Group I, Division 3 Occupancy when accommodat­
ing any number of restrained persons. 

(28) "State fire marshal" means the director of fire 
protection services or authorized deputy or designee. 

(29) "Transient accommodation" means any facility 
licensed by the department of health under chapter 70.62 
RCW and chapter 246-360 WAC and shall include bed and 
breakfast inns. Transient accommodations shall be classified 
as a Group R, Division 1 Occupancy when accommodating 
more than ten persons and a Group R, Division 3 Occupancy 
when accommodating ten or less persons. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-005, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-011 Applicability. This chapter shall 
apply to: 

(1) Child birth centers. 
(2) Transient accommodations. 
(3) Nursing homes. 
( 4) Hospice care centers. 
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(5) Hospitals. 
(6) Boarding homes. 
(7) One day out-patient surgery centers. 
(8) Child day care centers. 
(9) Family child day care homes. 
(10) Private establishments: I.e., adult residential 

rehabilitation facilities, alcoholism hospitals, alcoholism 
treatment facilities, psychiatric hospitals, and residential 
treatment facilities for psychiatrically impaired children and 
youth. 

(11) Facilities licensed by the department of social and 
health services, except foster family homes and child placing 
agencies. 

(12) Schools under the jurisdiction of the superintendent 
of public instruction and the state board of education (RCW 
48.48.045). 

(13) Private schools (RCW 28A.195.010). 
(14) Public buildings (RCW 48.48.030). 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-011, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-015 Compliance. (1) The director of 
fire protection services has the responsibility under WAC 
212-12-010, chapters 19.27 and 48.48 RCW, and chapters 
51-20, 51-21, 51-22, and 51-24 WAC to require occupancies, 
operations, or processes to be conducted and/or maintained 
so as not to pose a hazard to life or property and for the 
removal of fire and life safety hazards. 

(2) New construction or remodeling shall be in 
conformance with the State Building Code Act and chapters 
19.27 and 48.48 RCW. 

(3) All occupancies, operations, or processes in which 
the director of fire protection services has responsibility shall 
comply with the provisions of this chapter. 

[Statutory Authority: Chapters 43.63A ~d 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-015, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-020 Inspection. (1) The director of fire 
protection services shall have the authority to: 

(a) Enter upon and examine any building or premises 
where any fire has occurred and other buildings and premis­
es adjoining or near thereto per RCW 48.48.030(1), 
48.48.060, 48.48.070, and 48.48.080. 

(b) Enter upon and examine any public building or 
premises to inspect for fire hazards per RCW 48.48.030(2), 
48.48.040, 48.48.045, and 48.48.050. 

(c) Collect and disseminate statistical information and 
reports per RCW 48.48.065. 

(2) The director of fire protection services may desig­
nate another person or agency to conduct the inspection. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-020, filed 2/16/93, effective 3/19/93.J 

WAC 212-12-025 Right of appeal. Any person may 
appeal any decision made by fire protection services under 
this chapter through the following procedure: 

(1) The first level of appeal is to the chief deputy state 
fire marshal. The appeal must be submitted in writing to the 
chief deputy state fire marshal within thirty days of receipt 
of the decision in question. The chief deputy state fire 

marshal shall reply to the appellant within ten days of receipt 
of such appeal. 

(2) The second level of appeal is to the director of fire 
protection services. If the appellant wishes to appeal the 
decision of the chief deputy state fire marshal, he/she shall, 
within ten days of the receipt of that decision, submit a 
written appeal to the director of fire protection. The director 
of fire protection services shall reply to the appellant within 
ten days of receipt of such appeal. 

(3) Should this process not satisfy the appellant, he or 
she may further appeal per chapter 34.05 RCW. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-025, filed 2/16/93, effective 3/19/93.J 

WAC 212-12-030 Standards. The fire and life safety 
standards of the fire protection services division shall include 
the following: 

(1) Chapter 51-20 WAC, State Building Code adoption 
and amendment of the 1991 edition of the Uniform Building 
Code. 

(2) Chapter 51-21 WAC, State Building Code adoption 
and amendment of the 1991 edition of the Uniform Building 
Code Standards. 

(3) Chapter 51-22 WAC, State Building Code adoption 
and amendment of the 1991 edition of the Uniform Mechani­
cal Code. 

( 4) Chapter 51-24 WAC, State Building Code adoption 
and amendment of the 1991 edition of the Uniform Fire 
Code. 

(5) Chapter 51-25 WAC, State Building Code adoption 
and amendment of the 1991 edition of the Uniform Fire 
Code Standards. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-030, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-035 · Special requirements. In addition 
to the fire and life safety standards listed in WAC 212-12-
030, the following shall apply: 

(1) In Group I Occupancies, light hazard areas shall be 
provided with 140 to 165 degree F. quick response sprinklers 
as listed by Underwriters Laboratories and/or Factory 
Mutual. 

(2) In nursing homes, annunciators shall be provided 
where the system serves more than one floor, one fire or 
smoke division, or one building. They shall be located at 
each main nurses' station on each floor, fire or smoke 
division, and/or building. 

(3) Annual certification of fire alarm systems shall be 
performed by the holder of a current low-voltage electrical 
contractors specialty license issued by the department of 
labor and industries. 

(4) In addition to other requirements as specified in this 
chapter, the following shall apply to residential group care 
facilities classified as Group R, Division 1 Occupancies 
including such residential group care facilities as adult 
family homes, adult residential rehabilitation facilities, 
alcoholism intensive inpatient treatment services, sub-acute 
alcoholism detoxification services, alcoholism long term 
treatment services, alcohol recovery house services, boarding 
homes, child birth centers, group care facilities, group care 
facilities for severely and multiply handicapped children, 
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private adult treatment homes, residential treatment facilities 
for psychiatrically impaired children and youth, and other 
like facilities and occupancies when classified as a Group R, 
Division 1 Occupancy. 

(a) Have installed an approved fully automatic fire­
extinguishing system conforming to UBC Standard No. 38-1. 

(b) In buildings with individual floor areas over 6,000 
square feet, have an approved smoke barrier dividing the 
floor into at least two compartments, provided that each 
compartment shall provide no less than thirty square feet per 
occupant. 

(c) Be a minimum Type V, one-hour construction. 
(d) Be equipped with an approved smoke detector and 

automatic shutoff in each single system providing heating 
and cooling air. Automatic shutoffs shall shut down the air­
moving equipment when smoke is detected in a circulating 
airstream or as an alternate, when smoke is detected in 
rooms served by the system. 

When required, smoke detectors shall be installed in the 
main circulating-air duct ahead of any fresh air inlet, or 
installed in each room or space served by the return-air duct. 
Activation of any detector shall cause the air-moving 
equipment to automatically shut down. An enclosure shall 
be provided for a stairway, ramp, or escalator serving only 
one adjacent floor. 

(e) Facilities located above the first floor shall have at 
least two exits directly to the exterior of the building, or into 
separate exit systems in accordance with Section 3309(a), 
Uniform Building Code. 

(f) Every story, basement or portion thereof shall have 
not less than two exits. 

Exceptions: 1. Basements used exclusively for the service of the 
building may have one exit. For the purpose of this 
exception, storage rooms, laundry rooms, maintenance 
offices, and similar uses shall not be considered as 
providing service to the building. 
2. Storage rooms, laundry rooms, and maintenance offices 
not exceeding three hundred square feet in floor area may 
be provided with only one exit. 

(g) Corridors shall be not less than six feet in width. 
(h) In the event of power failure, exit illumination shall 

be automatically provided from an emergency system. 
Emergency systems shall be supplied from storage batteries 
or an on-site generator set and the system shall be installed 
in accordance with the requirements of the Electrical Code. 

(i) Exit doors shall be openable from the inside with one 
motion and without the use of a key or any special knowl­
edge or effort. 

U) An approved automatic and manual fire alarm 
system, supervised by an approved central, proprietary or 
remote station service, shall be provided in accordance with 
Article 14 of the Uniform Fire Code. 

(k) Exits shall be provided as per the requirements for 
a Group I, Division 1.2 Occupancy. 

(5) Nothing in this chapter affects the provisions of 
chapter 70.77 or 18.160 RCW, chapter 212-17 or 212-80 
WAC. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-035, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-040 Fire evacuation plan. All Group 
I, Group E, and Group R Occupancies shall develop a 
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written fire evacuation plan. The plan shall include the 
following: 

(1) Action to take by the person discovering a fire. 
(2) Method of sounding an alarm on the premises. 
(3) Action to take for evacuation of the building and 

assuring accountability of the occupants. 
(4) Action to take pending arrival of the fire department. 
(5) An evacuation floor plan identifying exit doors and 

windows. 
(6) In Group R, Division 1 Occupancies and Group R, 

Division 3 Occupancies used as transient accommodations, 
a copy of the written evacuation plan shall be posted in each 
guest room, preferably on the main exit door. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-040, filed 2/16/93, effective 3/19/93.] 

WAC 212-12-044 Fire drills. In all Group I, Group 
E, and Group R Occupancies, at least twelve planned fire 
drills shall be held every year. Drills shall be conducted 
quarterly on each shift in Group I Occupancies and monthly 
in Groups E and R Occupancies to familiarize personnel 
with signals and emergency action required under varied 
conditions. A detailed written record of all fire drills shall 
be maintained and available for inspection at all times. 
When drills are conducted between 9:00 p.m. and 6:00 a.m., 
a coded announcement may be used instead of audible 
alarms. Fire drills shall include the transmission of a fire 
alarm signal and simulation of emergency conditions. The 
local fire department shall be notified prior to the activation 
of the fire alarm system for drill purposes and again at the 
conclusion of the transmission and restoration of the fire 
alarm system to normal mode. 

[Statutory Authority: Chapters 43.63A and 48.48 RCW. 93-05-032 (Order 
93-02), § 212-12-044, filed 2/16/93, effective 3/19/93.] 

Chapter 212-14 WAC 

FIRE PROTECTION SYSTEMS AND EQUIPMENT 

WAC 
212-14-001 through 212-14-130 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

212-14-001 Application, protective signaling systems. [Order FM-77-
5, § 212-14-001, filed 12/12/77.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-14-005 Scope, protective signaling systems. [Order FM-77-5, § 
212-14-005, filed 12/12/77.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-14-010 Initiation of signal indication. [Order FM-77-5, § 212-14-
010, filed 12/12/77; Order F-70-2, § 212-14-010, filed 
9/21/70.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-14-015 System types. [Order FM-77-5, § 212-14-015, filed 
12/12/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-14-020 Signal indicating devices. [Order FM-77-5, § 212-14-020, 
filed 12/12n7; Order F-70-2, § 212-14-020, filed 9/2ln0.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
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effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-14-025 Common requirements. [Order FM-77-5, § 212-14-025, 
filed 12/12/77.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-14-030 Manual alarm initiation. [Order FM-77-5, § 212-14-030, 
filed 12/12/77; Order F-70-2, § 212-14-030, filed 9/21/70.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-14-035 Automatic detection and alarm initiation. [Order FM-77-5, 
§ 212-14-035, filed 12/12/77.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-14-040 Automatic smoke detection and alarm initiation. [Order 
FM-77-5, § 212-14-040, filed 12/12/77; Order F-70-2, § 
212-14-040, filed 9/21/70.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 

212-14-045 Extinguishing system alarm initiation. [Order FM-77-5, § 
212-14-045, filed 12/12/77.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-14-050 Extinguishing system supervisory signal initiation. [Order 
FM-77-5, § 212-14-050, filed 12/12/77; Order F-70-2, § 
212-14-050, filed 9/21/70.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 

212-14-055 Municipal fire department notification. [Order FM-77-5, 
§ 212-14-055, filed 12/12/77.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-14-060 Power supply. [Order F-70-2, § 212-14-060, filed 
9/21/70.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-14-070 Alarm and supervision circuits. [Order F-70-2, § 212-14-
070, filed 9/21/70.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-14-080 Manual sending stations. [Order F-70-2, § 212-14-080, 
filed 9/21/70.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-14-090 Alarm signal systems and functions. [Order F-70-2, § 
212-14-090, filed 9/21/70.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 

212-14-100 Application, automatic sprinklers and other extinguishing 
equipment. [Order FM-77-5, § 212-14-100, filed 
12/12/77; Order F-70-2, § 212-14-100, filed 9/21/70.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. · Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-14-105 Scope, automatic sprinklers and other extinguishing 
equipment. [Order FM-77-5, § 212-14-105, filed 
12/12/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-14-110 Automatic sprinklers. [Order FM-77-5, § 212-14-110, 
filed 12/12/77; Order F-70-2, § 212-14-110, filed 9/21/70.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-14-115 Supervision. [Order FM-77-5, § 212-14-115, filed 
12/12/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-14-120 Other automatic extinguishing equipment. [Order FM-77-
5, § 212-14-120, filed 12/12/77; Order F-70-2, § 212-14-
120, filed 9/21/70.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-14-12001 Appendix A-Reference table. [Order F-70-2, Appendix 
A (codified as WAC 212-14-12001), filed 9/21/70.] 

212-14-125 

212-14-130 

Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Manual extinguishing equipment. [Order FM-77-5, § 212-
14-125, filed 12/12/77.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 
Automatic fire detection systems. [Order F-70-2, § 212-
14-130, filed 9/21/70.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

WAC 212-14-001 through 212-14-130 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-26 WAC 

HOSPICE CARE CENTERS-STANDARDS FOR 
FIRE PROTECTION 

WAC 
212-26-001 through 212-26-105 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN TIDS CHAPTER 

212-26-001 Purpose. [Statutory Authority: RCW 70.41.080. 82-11-
029 (Order FM 82-1), § 212-26-001, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-005 Definitions. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-005, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-010 Applicability. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-010, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-015 Compliance. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-015, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-020 Inspection. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-020, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-025 Approval. [Statutory Authority: RCW 70.41.080. 82-11-
029 (Order FM 82-1), § 212-26-025, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-030 Right of appeal. [Statutory Authority: RCW 70.41.080. 
82-11-029 (Order FM 82-1), § 212-26-030, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-035 Local codes. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-035, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-040 Standards. [Statutory Authority: RCW 70.41.080. 82-11-
029 (Order FM 82-1), § 212-26-040, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-045 Construction requirements. [Statutory Authority: RCW 
70.41.080. 82-11-029 (Order FM 82-1), § 212-26-045, 
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filed 5/11/82.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-050 Modernization or renovation. [Statutory Authority: RCW 
70.41.080. 82-11-029 (Order FM 82-1), § 212-26-050, 
filed 5/11/82.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-055 Additions. [Statutory Authority: RCW 70.41.080. 82-11-
029 (Order FM 82-1), § 212-26-055, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-060 Design, operation. [Statutory Authority: RCW 70.41.080. 
82-11-029 (Order FM 82-1), § 212-26-060, filed 5/11/82.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-065 Smoke detection. [Statutory Authority: RCW 70.41.080. 
82-11-029 (Order FM 82-1), § 212-26-065, filed 5/11/82.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-070 Fire alarm. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-070, filed 5/11/82.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-075 Emergency lighting. [Statutory Authority: RCW 
70.41.080. 82-11-029 (Order FM 82-1), § 212-26-075, 
filed 5/11/82.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-080 Sprinkler protection. [Statutory Authority: RCW 
70.41.080. 82-11-029 (Order FM 82-1), § 212-26-080, 
filed 5/11/82.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-085 Fire and evacuation plan. [Statutory Authority: RCW 
70.41.080. 82-11-029 (Order FM 82-1), § 212-26-085, 
filed 5/11/82.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-090 Smoke control. [Statutory Authority: RCW 70.41.080. 
82-11-029 (Order FM 82-1), § 212-26-090, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-095 Fire drills. [Statutory Authority: RCW 70.41.080. 82-11-
029 (Order FM 82-1), § 212-26-095, filed 5/11/82.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-26-100 Equipment maintenance. [Statutory Authority: RCW 
7_0.41.080. 82-11-029 (Order FM 82-1), § 212-26-100, 
filed 5/11/82.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-26-105 Severability. [Statutory Authority: RCW 70.41.080. 82-
11-029 (Order FM 82-1), § 212-26-105, filed 5/11/82.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-26-001 through 212-26-105 Repealed. 
See Disposition Table at beginning of this chapter. 
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Chapter 212-28 WAC 

HOSPITALS, STANDARDS FOR FIRE 
PROTECTION 

WAC 
212-28-001 through 212-28-110 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN TlllS CHAPTER 

212-28-001 Purpose. [Order FM-77-4, § 212-28-001, filed 12/8/77.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-28-010 Definitions. [Order FM-77-4, § 212-28-010, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-015 Applicability. [Order FM-77-4, § 212-28-015, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-020 Compliance. [Order FM-77-4, § 212-28-020, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-025 Inspection. [Order FM-77-4, § 212-28-025, filed 12/8/77.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-28-030 Approval. [Order FM-77-4, § 212-28-030, filed 12/8/77.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-28-035 Right of appeal. [Order FM-77-4, § 212-28-035, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-040 Local requirements. [Order FM-77-4, § 212-28-040, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-045 Standards. [Order FM-77-4, § 212-28-045, filed 12/8/77.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-28-050 Construction requirements. [Order FM-77-4, § 212-28-
050, filed 12/8/77.) Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-28-055 Modernization or renovation. [Order FM-77-4, § 212-28-
055, filed 12/8/77.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-28-060 Additions. [Order FM-77-4, § 212-28-060, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-28-065 Mixed occupancies. [Order FM-77-4, § 212-28-065, filed 
12/8/77 .] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-070 Design, operation. [Order FM-77-4, § 212-28-070, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-075 Compartmentation. [Order FM-77-4, § 212-28-075, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-28-080 Smoke detection. [Order FM-77-4, § 212-28-080, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
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212-28-085 

212-28-090 

212-28-095 

212-28-100 

212-28-105 

212-28-110 

Fire alann. [Order FM-77-4, § 212-28-085, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Sprinkler protection. [Order FM-77-4, § 212-28-090, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire and evacuation plan. [Order FM-77-4, § 212-28-095, 
filed 12/8/77.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Order FM-77-4, § 212-28-100, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Equipment maintenance. [Order FM-77-4, § 212-28-105, 
filed 12/8/77 .] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Separability. [Order FM-77-4, § 212-28-110, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

WAC 212-28-001 through 212-28-110 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-32 WAC 

NURSING HOMES, STANDARDS FOR FIRE 
PROTECTION 

WAC 
212-32-001 

212-32-001 

212-32-005 

212-32-010 

212-32-015 

212-32-020 

212-32-025 

212-32-030 

212-32-035 

through 212-32-160 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

Purpose. [Order FM-77-3, § 212-32-001, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-005, filed 6/4/86; 
Order FM-77-3, § 212-32-005, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Applicability. [Order FM-77-3, § 212-32-010, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Compliance. [Statutory Authority: Chapter 18.51 RCW. 
87-18-067 (Order 87-17), § 212-32-015, filed 9/2/87; 86-
12-062 (Order 86-06), § 212-32-015, filed 6/4/86; Order 
FM-77-3, § 212-32-015, filed 12/8/77.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Inspection. [Order FM-77-3, § 212-32-020, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Approval. [Order FM-77-3, § 212-32-025, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Right of appeal. [Order FM-77-3, § 212-32-030, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Local codes. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-035, filed 6/4/86; 

212-32-040 

212-32-045 

212-32-050 

212-32-055 

212-32-060 

212-32-065 

212-32-070 

212-32-075 

212-32-080 

212-32-085 

212-32-090 

212-32-095 

212-32-100 

Order FM-77-3, § 212-32-035, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Standards. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-040, filed 6/4/86; 
Order FM-77-3, § 212-32-040, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Construction requirements. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-045, 
filed 6/4/86. Statutory Authority: RCW 18.51.140. 82-
13-025 (Order FM 82-5), § 212-32-045, filed 6/8/82; 
Order FM-77-3, § 212-32-045, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Modernization or renovation. [Statutory Authority: 
Chapter 18.51 RCW. 86-12-062 (Order 86-06), § 212-32-
050, filed 6/4/86; Order FM-77-3, § 212-32-050, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Additions. [Order FM-77-3, § 212-32-055, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Mixed occupancies. [Order FM-77-3, § 212-32-060, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Design, operation. [Order FM-77-3, § 212-32-065, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Compartmentation. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-070, filed 
6/4/86; Order FM-77-3, § 212-32-070, filed 12/8/77 .] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Smoke detection. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-075, filed 
6/4/86; Order FM-77-3, § 212-32-075, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire alarm. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-080, filed 6/4/86; 
Order FM-77-3, § 212-32-080, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Sprinkler protection. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-085, filed 
6/4/86; Order FM-77-3, § 212-32-085, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire and evacuation plan. [Order FM-77-3, § 212-32-090, 
filed 12/8/77.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-095, filed 6/4/86; 
Order FM-77-3, § 212-32-095, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Equipment maintenance. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-100, 
filed 6/4/86; Order FM-77-3, § 212-32-100, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
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Chapter 212-32 Title 212 WAC: Fire Protection 

212-32-105 

212-32-110 

212-32-115 

212-32-120 

212-32-125 

212-32-130 

212-32-135 

212-32-140 

212-32-145 

212-32-150 

212-32-155 

212-32-160 

Separability. [Order FM-77-3, § 212-32-105, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Emergency lighting and power. [Statutory Authority: 
Chapter 18.51 RCW. 86-12-062 (Order 86-06), § 212-32-
110, filed 6/4/86.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Carpeting. [Statutory Authority: Chapter 18.51 RCW. 
86-12-062 (Order 86-06), § 212-32-115, filed 6/4/86.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43 .63A 
and 48.48 RCW. 
Smoke control. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-120, filed 
6/4/86.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Corridor walls. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-125, filed 
6/4/86.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters· 
43.63A and 48.48 RCW. 
Fire protection standards. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-130, 
filed 6/4/86.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Portable fire extinguishers. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-135, 
filed 6/4/86.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire protection and fire prevention operating features. 
[Statutory Authority: Chapter 18.51 RCW. 86-12-062 
(Order 86-06), § 212-32-140, filed 6/4/86.] Repealed by 
93-05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Fire and incident reporting. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-145, 
filed 6/4/86.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Exit sign illumination. [Statutory Authority: Chapter 
18.51 RCW. 86-12-062 (Order 86-06), § 212-32-150, 
filed 6/4/86.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Extension cords. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-155, filed 
6/4/86.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Portable heaters. [Statutory Authority: Chapter 18.51 
RCW. 86-12-062 (Order 86-06), § 212-32-160, filed 
6/4/86.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

WAC 212-32-001 through 212-32-160 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-36 WAC 

BOARDING HOMES, STANDARDS FOR FIRE 
PROTECTION 

WAC 
212-36-001 through 212-36-100 Repealed. 
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DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

212-36-001 Purpose. [Order FM-77-3, § 212-36-001, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-005 Definitions. [Order FM-77-3, § 212-36-005, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-010 Applicability. [Order FM-77-3, § 212-36-010, filed 
12/8/77.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-015 Compliance. [Order FM-77-3, § 212-36-015, filed 
12/8/77.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-020 Inspection. [Order FM-77-3, § 212-36-020, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-025 Approval. [Order FM-77-3, § 212-36-025, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-030 Right of appeal. [Order FM-77-3, § 212-36-030, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-035 Local requirements. [Order FM-77-3, § 212-36-035, filed 
12/8/77.J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-040 Standards. [Order FM-77-3, § 212-36-040, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-045 Construction requirements. [Order FM-77-3, § 212-36-
045, filed 12/8/77 .] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-36-050 Modernization or renovation. [Order FM-77-3, § 212-36-
050, filed 12/8/77.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-36-055 Additions. [Order FM-77-3, § 212-36-055, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-060 Mixed occupancies. [Order FM-77-3, § 212-36-060, filed 
12/8/77. J Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-065 Design, operation. [Order FM-77-3, § 212-36-065, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-070 Number of exits, separation. [Order FM-77-3, § 212-36-
070, filed 12/8/77.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 

212-36-075 Smoke detection. [Order FM-77-3, § 212-36-075, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-36-080 Fire alarm. [Order FM-77-3, § 212-36-080, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-36-085 Fire and evacuation plan. [Order FM-77-3, § 212-36-085, 
filed 12/8/77 .] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 



Boarding Homes Chapter 212-36 

212-36-090 

212-36-095 

212-36-100 

Fire drills. [Order FM-77-3, § 212-36-090, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Equipment maintenance. [Order FM-77-3, § 212-36-095, 
filed 12/8/77 .] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Separability. [Order FM-77-3, § 212-36-100, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

WAC 212-36-001 through 212-36-100 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-40 WAC 

PRIVATE ESTABLISHMENTS, STANDARDS FOR 
FIRE PROTECTION 

WAC 
212-40-001 

212-40-001 

212-40-005 

212-40-010 

212-40-015 

212-40-020 

212-40-025 

212-40-030 

212-40-035 

212-40-040 

212-40-045 

212-40-050 

212-40-055 

through 212-40-105 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

Purpose. [Order FM-77-3, § 212-40-001, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Order FM-77-3, § 212-40-005, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Applicability. [Order FM-77-3, § 212-40-010, filed 
12/8/77 .] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Compliance. [Order FM-77-3, § 212-40-015, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Inspection. [Order FM-77-3, § 212-40-020, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Approval. [Order FM-77-3, § 212-40-025, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Right of appeal. [Order FM-77-3, § 212-40-030, filed 
12/8/77 .] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Local requirements. [Order FM-77-3, § 212-40-035, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Standards. [Order FM-77-3, § 212-40-040, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Construction requirements. [Order FM-77-3, § 212-40-
045, filed 12/8/77.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Modernization or renovation. [Order FM-77-3, § 212-40-
050, filed 12/8/77 .] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Additions. [Order FM-77-3, § 212-40-055, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 

212-40-060 

212-40-065 

212-40-070 

212-40-075 

212-40-080 

212-40-085 

212-40-090 

212-40-095 

212-40-100 

212-40-105 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Mixed occupancies. [Order FM-77-3, § 212-40-060, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Design, operation. [Order FM-77-3, § 212-40-065, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Smoke detection. [Order FM-77-3, § 212-40-070, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire alarm. [Order FM-77-3, § 212-40-075, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Sprinkler protection. [Order FM-77-3, § 212-40-080, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Occupancy limitations. [Order FM-77-3, § 212-40-085, 
filed 12/8/77 .] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire and evacuation plan. [Order FM-77-3, § 212-40-090, 
filed 12/8/77.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Order FM-77-3, § 212-40-095, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Equipment maintenance. [Order FM-77-3, § 212-40-100, 
filed 12/8/77.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Separability. [Order FM-77-3, § 212-40-105, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

WAC 212-40-001 through 212-40-105 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-42 WAC 

STANDARDS FOR FIRE PROTECTION 
RESIDENTIAL TREATMENT FACILITIES FOR 

PSYCHIATRICALLY IMPAIRED CHILDREN AND 
YOUTH 

WAC 
212-42-001 

212-42-001 

212-42-005 

212-42-010 

through 212-42-125 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

Purpose. [Statutory Authority: RCW 71.12.485. 80-15-
090 (Order FM 80-2), § 212-42-001, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-005, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Applicability. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-010, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
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Chapter 212-42 Title 212 WAC: Fire Protection 

212-42-015 

212-42-020 

212-42-025 

212-42-030 

212-42-035 

212-42-040 

212-42-045 

212-42-050 

212-42-055 

212-42-060 

212-42-065 

212-42-070 

212-42-075 

212-42-080 

212-42-085 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Compliance. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-015, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Inspection. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-020, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Approval. [Statutory Authority: RCW 71.12.485. 80-15-
090 (Order FM 80-2), § 212-42-025, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Right of appeal. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-030, filed 
10/21/80.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Local codes. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-035, filed 10/21/80.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Standards. [Statutory Authority: RCW 71.12.485. 80-15-
090 (Order FM 80-2), § 212-42-040, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Construction requirements. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-045, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Modernization or renovation. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-050, 
filed 10/21/80.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Additions. [Statutory Authority: RCW 71.12.485. 80-15-
090 (Order FM 80-2), § 212-42-055, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Design, operation. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-060, filed 
10/21/80.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Compartmentation. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-065, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Smoke detection. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-070, filed 
10/21/80.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire alarm. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-075, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Emergency lighting. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-080, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Sprinkler protection. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-085, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
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212-42-090 

212-42-095 

212-42-100 
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212-42-110 
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filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Restrained clients. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-090, filed 
10/21/80.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Client release. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-09 5, filed 
10/21/80.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Locked exits. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-100, filed 10/21/80.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire and evacuation plan. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-105, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Smoke control. [Statutory Authority: RCW 71.12.485. 
80-15-090 (Order FM 80-2), § 212-42-110, filed 
10/21/80.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire drills. [Statutory Authority: RCW 71.12.485. 80-15-
090 (Order FM 80-2), § 212-42-115, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Equipment maintenance. [Statutory Authority: RCW 
71.12.485. 80-15-090 (Order FM 80-2), § 212-42-120, 
filed 10/21/80.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Severability. [Statutory Authority: RCW 71.12.485. 80-
15-090 (Order FM 80-2), § 212-42-125, filed 10/21/80.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-42-001 through 212-42-125 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-43 WAC 

ADULT RESIDENTIAL TREATMENT FACILITIES­
STANDARDS FOR FIRE PROTECTION 

WAC 
212-43-001 through 212-43-135 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

212-43-001 Purpose. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-001, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-43-005 Applicability. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-005, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-43-010 Definitions. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-010, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 



212-43-015 

212-43-020 

212-43-025 

212-43-030 

212-43-035 

212-43-040 

212-43-045 

212-43-050 

212-43-055 

212-43-060 

212-43-065 

212-43-070 

212-43-075 

212-43-080 

212-43-085 

Adult Residential Treatment Facilities Chapter 212-43 

Compliance. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-015, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Inspection. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-020, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Approval. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-025, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Appeal of fire marshal action or order-Summary suspen­
sion of approval. [Statutory Authority: RCW 71.12.485. 
83-03-028 (Order FM 83-01), § 212-43-030, filed 
1/14/83.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Local codes. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-035, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Client mobility and cognitive functions. [Statutory 
Authority: RCW 71.12.485. 83-03-028 (Order FM 83-
01), § 212-43-040, filed 1/14/83,) Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Standards. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-045, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Construction requirements. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-050, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Modernization or renovation. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-055, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Additions. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-060, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Design, operation. [Statutory Authority: RCW 71.12.485. 
83-03-028 (Order FM 83-01), § 212-43-065, filed 
1/14/83.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Smoke detection. [Statutory Authority: RCW 71.12.485. 
83-03-028 (Order FM 83-01), § 212-43-070, filed 
1/14/83.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire alarm. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-075, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Emergency lighting. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-080, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Carpeting. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-085, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-43-090 

212-43-095 

212-43-100 

212-43-105 

212-43-110 

212-43-115 

212-43-120 

212-43-125 

212-43-130 

212-43-135 

Smoke control. [Statutory Authority: RCW 71.12.485. 
83-03-028 (Order FM 83-01), § 212-43-090, filed 
1/14/83.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Number of exits, separation. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-095, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire and evacuation plan. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-100, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Statutory Authority: RCW 71.12.485. 83-03-
028 (Order FM 83-01), § 212-43-105, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Equipment maintenance. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-110, 
filed 1/14/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Compartmentation. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-115, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire protection standards. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-120, 
filed 1/14/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Portable fire extinguishers. [Statutory Authority: RCW 
71.12.485. 83-03-028 (Order FM 83-01), § 212-43-125, 
filed 1/14/83.) Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire protection and fire prevention operating features. 
[Statutory Authority: RCW 71.12.485. 83-03-028 (Order 
FM 83-01), § 212-43-130, filed 1/14/83.) Repealed by 
93-05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Severability. [Statutory Authority: RCW 71.12.485. 83-
03-028 (Order FM 83-01), § 212-43-135, filed 1/14/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-43-001 through 212-43-135 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-45 WAC 

PRIVATE ADULT TREATMENT HOMES­
STANDARDS FOR FIRE PROTECTION 

WAC 

212-45-001 

212-45-001 

212-45-005 

through 212-45-115 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN Tms CHAPTER 

Purpose. [Statutory Authority: RCW 71.12.485. 83-06-
022 (Order FM 83-01), § 212-45-001, filed 2/23/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Applicability. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-005, filed 2/23/83.) 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
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Chapter 212-45 Title 212 WAC: Fire Protection 

212-45-010 

212-45-015 

212-45-020 

212-45-025 

212-45-030 

212-45-035 

212-45-040 

212-45-045 

212-45-050 

212-45-055 

212-45-060 

212-45-065 

212-45-070 

212-45-075 

212-45-080 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-010, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Compliance. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-015, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Inspection. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-020, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Approval. [Statutory Authority: RCW 71.12.485. 83-06-
022 (Order FM 83-01), § 212-45-025, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Appeal of fire marshal action or order-Summary suspen­
sion of approval. [Statutory Authority: RCW 71.12.485. 
83-06-022 (Order FM 83-01), § 212-45-030, filed 
2/23/83.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Local codes. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-035, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Client mobility and cognitive functions. [Statutory 
Authority: RCW 71.12.485. 83-06-022 (Order FM 83-
01), § 212-45-040, filed 2/23/83.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Standards. [Statutory Authority: RCW 71.12.485. 83-06-
022 (Order FM 83-01), § 212-45-045, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Construction requirements. [Statutory Authority: RCW 
71.12.485. 83-06-022 (Order FM 83-01), § 212-45-050, 
filed 2/23/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Modernization or renovation. [Statutory Authority: RCW 
71.12.485. 83-06-022 (Order FM 83-01), § 212-45-055, 
filed 2/23/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Additions. [Statutory Authority: RCW 71.12.485. 83-06-
022 (Order FM 83-01), § 212-45-060, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Design, operation. [Statutory Authority: RCW 71.12.485. 
83-06-022 (Order FM 83-01), § 212-45-065, filed 
2/23/83.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Smoke detection. [Statutory Authority: RCW 71.12.485. 
83-06-022 (Order FM 83-01), § 212-45-070, filed 
2/23/83.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Means of escape. [Statutory Authority: RCW 71.12.485. 
83-06-022 (Order FM 83-01), § 212-45-075, filed 
2/23/83.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Exit doors. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-080, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
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212-45-085 

212-45-090 

212-45-095 

212-45-100 

212-45-105 

212-45-110 

212-45-115 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Interior finish. [Statutory Authority: RCW 71.12.485. 
83-06-022 (Order FM 83-01), § 212-45-085, filed 
2/23/83.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Heating equipment. [Statutory Authority: RCW 
71.12.485. 83-06-022 (Order FM 83-01), § 212-45-090, 
filed 2/23/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire and evacuation plan. [Statutory Authority: RCW 
71.12.485. 83-06-022 (Order FM 83-01), § 212-45-095, 
filed 2/23/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Statutory Authority: RCW 71.12.485. 83-06-
022 (Order FM 83-01), § 212-45-100, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Portable fire extinguishers. [Statutory Authority: RCW 
71.12.485. 83-06-022 (Order FM 83-01), § 212-45-105, 
filed 2/23/83.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire protection and fire prevention operating features. 
[Statutory Authority: RCW 71.12.485. 83-06-022 (Order 
FM 83-01), § 212-45-110, filed 2/23/83.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Severability. [Statutory Authority: RCW 71.12.485. 83-
06-022 (Order FM 83-01), § 212-45-115, filed 2/23/83.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-45-001 through 212-45-115 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-52 WAC 

TRANSIENT ACCOMMODATIONS, STANDARDS 
FOR FIRE PROTECTION 

WAC 
212-52-001 

212-52-001 

212-52-002 

212-52-005 

through 212-52-99002 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN TIIlS CHAPTER 

Title. [Statutory Authority: Chapter 70.62 RCW. 86-11-
038 (Order 86-03), § 212-52-001, filed 5/16/86. Statutory 
Authority: RCW 48.48.050 and 70.62.290. 81-03-081 
(Order FM 81-1), § 212-52-001, filed 1/21/81; Order FM-
77-3, § 212-52-001, filed 12/8/77.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Purpose. [Statutory Authority: Chapter 70.62 RCW. 86-
11-038 (Order 86-03), § 212-52-002, filed 5/16/86.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-005, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-005, filed 1/21/81; 
Order FM-77-3, § 212-52-005, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 



212-52-012 

212-52-016 

212-52-018 

212-52-020 

212-52-025 

212-52-027 

212-52-028 

212-52-030 

212-52-037 

212-52-041 

212-52-045 

212-52-050 

Transient Accommodations, Standards for Fire Protection Chapter 212-52 

Application and scope. [Statutory Authority: Chapter 
70.62 RCW. 86-11-038 (Order 86-03), § 212-52-012, 
filed 5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 82-11-030 (Order FM 82-2), § 212-52-012, 
filed 5/11/82; 81-03-081 (Order FM 81-1), § 212-52-012, 
filed 1/21/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Occupancy classification. [Statutory Authority: Chapter 
70.62 RCW. 86-11-038 (Order 86-03), § 212-52-016, 
filed 5/16/86.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Construction requirements. [Statutory Authority: Chapter 
70.62 RCW. 86-11-038 (Order 86-03), § 212-52-018, 
filed 5/16/86.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Exemption from compliance with these regulations­
Application, procedure, review. [Statutory Authority: 
Chapter 70.62 RCW. 86-11-038 (Order 86-03), § 212-52-
020, filed 5/16/86. Statutory Authority: RCW 48.48.050 
and 70.62.290. 81-03-081 (Order FM 81-1), § 212-52-
020, filed 1/21/81; Order FM-77-3, § 212-52-020, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Inspections. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-025, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-025, filed 1/21/81; 
Order FM-77-3, § 212-52-025, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Approval. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-027, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-027, filed 1/21/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Denial of fire marshal approval. [Statutory Authority: 
Chapter 70.62 RCW. 86-11-038 (Order 86-03), § 212-52-
028, filed 5/16/86.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Right of appeal. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-030, filed 
5/16/86; Order FM-77-3, § 212-52-030, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Alternate methods. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-037, filed 
5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-037, 
filed 1/21/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Reporting fire incidents. [Statutory Authority: Chapter 
70.62 RCW. 86-11-038 (Order 86-03), § 212-52-041, 
filed 5/16/86.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Hazardous areas. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-045, filed 
5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-045, 
filed 1/21/81; Order FM-77-3, § 212-52-045, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Exit enclosures. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-050, filed 
5/16/86. Statutory Authority: RCW 48.48.050 and 

212-52-055 

212-52-060 

212-52-070 

212-52-075 

212-52-080 

212-52-085 

212-52-090 

212-52-095 

212-52-100 

70.62.290. 81-03-081 (Order FM 81-1), § 212-52-050, 
filed 1/21/81; Order FM-77-3, § 212-52-050, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Other vertical openings. [Statutory Authority: Chapter 
70.62 RCW. 86-11-038 (Order 86-03), § 212-52-055, 
filed 5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-055, 
filed 1/21/81; Order FM-77-3, § 212-52-055, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Interior finish. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-060, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-060, filed 1/21/81; 
Order FM-77-3, § 212-52-060, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Corridors, guest room doors. [Statutory Authority: 
Chapter 70.62 RCW. 86-11-038 (Order 86-03), § 212-52-
070, filed 5/16/86. Statutory Authority: RCW 48.48.050 
and 70.62.290. 81-03-081 (Order FM 81-1), § 212-52-
070, filed 1/21/81; Order FM-77-3, § 212-52-070, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire alarm system. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-075, filed 
5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-075, 
filed 1/21/81; Order FM-77-3, § 212-52-075, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Number of exits, arrangement, exit doors. [Statutory 
Authority: Chapter 70.62 RCW. 86-11-038 (Order 86-
03), § 212-52-080, filed 5/16/86. Statutory Authority: 
RCW 48.48.050 and 70.62.290. 81-03-081 (Order FM 81-
1), § 212-52-080, filed 1/21/81; Order FM-77-3, § 212-52-
080, filed 12/8/77.] Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Access to exits. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-085, filed 
5/16/86; Order FM-77-3, § 212-52-085, filed 12/8/77.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Exit doors. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-090, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-090, filed 1/21/81; 
Order FM-77-3, § 212-52-090, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Exit signs. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-095, filed 5/16/86. 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-095, filed 1/21/81; 
Order FM-77-3, § 212-52-095, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Corridor lighting-Exit illumination. [Statutory Authority: 
Chapter 70.62 RCW. 86-11-038 (Order 86-03), § 212-52-
100, filed 5/16/86. Statutory Authority: RCW 48.48.050 
and 70.62.290. 81-03-081 (Order FM 81-1), § 212-52-
100, filed 1/21/81; Order FM-77-3, § 212-52-100, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
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Chapter 212-52 Title 212 WAC: Fire Protection 

212-52-105 Fire extinguishers. [Statutory Authority: Chapter 70.62 
RCW. 86-11-038 (Order 86-03), § 212-52-105, filed 
5/16/86. Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-105, 
filed 1/21/81; Order FM-77-3, § 212-52-105, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-52-110 Obstructions. [Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-110, 
filed 1/21/81; Order FM-77-3, § 212-52-110, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-52-112 Control of hazardous conditions and practices. [Statutory 
Authority: Chapter 70.62 RCW. 86-11-038 (Order 86-
03), § 212-52-112, filed 5/16/86.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-52-115 Maintenance. [Statutory Authority: Chapter 70.62 RCW. 
86-11-038 (Order 86-03), § 212-52-115, filed 5/16/86, 
Statutory Authority: RCW 48.48.050 and 70.62.290. 81-
03-081 (Order FM 81-1), § 212-52-115, filed 1/21/81; 
Order FM-77-3, § 212-52-115, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 

212-52-120 Emergency procedures plan. [Statutory Authority: 
Chapter 70.62 RCW. 86-11-038 (Order 86-03), § 212-52-
120, filed 5/16/86. Statutory Authority: RCW 48.48.050 
and 70.62.290. 81-03-081 (Order FM 81-1), § 212-52-
120, filed 1/21/81; Order FM-77-3, § 212-52-120, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-52-125 Severability. [Statutory Authority: RCW 48.48.050 and 
70.62.290. 81-03-081 (Order FM 81-1), § 212-52-125, 
filed 1/21/81; Order FM-77-3, § 212-52-125, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-52-99001 Figure 1. [Statutory Authority: Chapter 70.62 RCW. 86-
11-038 (Order 86-03), § 212-52-99001, filed 5/16/86.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-52-99002 Figure 2. [Statutory Authority: Chapter 70.62 RCW. 86-
11-038 (Order 86-03), § 212-52-99002, filed 5/16/86.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-52-001 through 212-52-99002 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-56A WAC 

CHILD DAY CARE CENTERS AND FAMILY 
CHILD DAY CARE HOMES-STANDARDS FOR 

FIRE PROTECTION 

WAC 

212-56A-001 through 212-56A-140 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

212-56A-001 Purpose. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-001, 
filed 5/2/91, effective 6/2/91.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
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212-56A-005 Definitions. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-005, 
filed 5/2/91, effective 6/2/91.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-010 Compliance required. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-010, filed 5/2/91, effective 6/2/91.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-015 Inspections and approval. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-015, filed 5/2/91, effective 6/2/91.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-020 Right of appeal. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
020, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-030 Occupancy restrictions. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-030, filed 5/2/91, effective 6/2/91.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-035 Hazardous areas. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
035, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-040 Single station smoke detectors. [Statutory Authority: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-040, filed 5/2/91, effective 6/2/91.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-56A-045 Alternate means of sounding a fire alarm. [Statutory 
Authority: Chapters 48.48 and 43.63A RCW. 91-11-001 
(Order 91-05), § 212-56A-045, filed 5/2/91, effective 
6/2/91.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

212-56A-050 Fire extinguisher. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
050, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-055 Fire prevention. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-055, 
filed 5/2/91, effective 6/2/91.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-060 Sprinkler system maintenance. [Statutory Authority: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-060, filed 5/2/91, effective 6/2/91.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

212-56A-065 Fire evacuation plan. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-065, filed 5/2/91, effective 6/2/91.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-070 Fire evacuation drill. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-070, filed 5/2/91, effective 6/2/91.] Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-075 Staff training. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-075, 
filed 5/2/91, effective 6/2/91.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 

212-56A-080 Occupancy restrictions. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-080, filed 5/2/91, effective 6/2/91.] Repealed by 93-
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212-56A-085 

212-56A-090 

212-56A-095 

212-56A-100 

212-56A-105 

212-56A-110 

212-56A-115 

212-56A-120 

212-56A-125 

212-56A-130 

212-56A-135 

212-56A-140 

05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Hazardous areas. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
085, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RC':"', 
Sleeping and napping rooms. [Statutory Authonty: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-090, filed 5/2/91, effective 6/2/91.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Single station smoke detectors. [Statutory Authority: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-095, filed 5/2/91, effective 6/2/91.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Alternate method for alarm. [Statutory Authority: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-100, filed 5/2/91, effective 6/2/91.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire alarm system. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
105, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Fire extinguisher. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
110, filed 5/2/91, effective 6/2/91.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Fire prevention. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-115, 
filed 5/2/91, effective 6/2/91.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. . 
Sprinkler system maintenance. [Statutory Authonty: 
Chapters 48.48 and 43.63A RCW. 91-11-001 (Order 91-
05), § 212-56A-120, filed 5/2/91, effective 6/2/91.J 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire evacuation plan. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-125, filed 5/2/91, effective 6/2/91.) Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Fire evacuation drill. [Statutory Authority: Chapters 
48.48 and 43.63A RCW. 91-11-001 (Order 91-05), § 212-
56A-130, filed 5/2/91, effective 6/2/91.) Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Staff training. [Statutory Authority: Chapters 48.48 and 
43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-135, 
filed 5/2/91, effective 6/2/91.J Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Alternate methods. [Statutory Authority: Chapters 48.48 
and 43.63A RCW. 91-11-001 (Order 91-05), § 212-56A-
140, filed 5/2/91, effective 6/2/91.J Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

WAC 212-56A-001 through 212-56A-140 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-64 WAC 

MATERNITY SERVICE, STANDARDS FOR FIRE 
PROTECTION 

WAC 
212-64-001 

212-64-001 

212-64-005 

212-64-015 

212-64-020 

212-64-025 

212-64-030 

212-64-033 

212-64-035 

212-64-037 

212-64-039 

212-64-040 

212-64-043 

through 212-64-070 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN TIDS CHAPTER 

Purpose. [Statutory Authority: RCW 74.15.050. 81-14-
010 (Order FM 81-3), § 212-64-001, filed 6/23/81; Order 
FM-77-3, § 212-64-001, filed 12/8/77.) Repealed by 93-
05-032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Definitions. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-64-005, filed 6/23/81; 
Order FM-77-3, § 212-64-005, filed 12/8/77.) Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Compliance required. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-015, 
filed 6/23/81; Order FM-77-3, § 212-64-015, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Inspections and approval. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-020, 
filed 6/23/81; Order FM-77-3, § 212-64-020, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Right of appeal. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-64-025, filed 6/23/81; 
Order FM-77-3, § 212-64-025, filed 12/8/77.) Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Contact with local building and fire officials. [Statutory 
Authority: RCW 74.15.050. 81-14-010 (Order FM 81-3), 
§ 212-64-030, filed 6/23/81; Order FM-77-3, § 212-64-
030, filed 12/8/77.) Repealed by 93-05-032 (Order 93-
02), filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Occupancy restrictions. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-033, 
filed 6/23/81.J Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. . 
Number and type of exits. [Statutory Authonty: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-035, 
filed 6/23/81; Order FM-77-3, § 212-64-035, filed 
12/8/77.) Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Sleeping room doors. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-037, 
filed 6/23/81.J Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Windows for emergency egress or rescue. [Statutory 
Authority: RCW 74.15.050. 81-14-010 (Order FM 81-3), 
§ 212-64-039, filed 6/23/81.) Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Fire extinguishers. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-64-040, filed 6/23/81; 
Order FM-77-3, § 212-64-040, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Automatic detection system. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-043, 
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Chapter 212-64 Title 212 WAC: Fire Protection 

212-64-045 

212-64-050 

212-64-055 

212-64-060 

212-64-065 

212-64-067 

212-64-068 

212-64-069 

212-64-070 

filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire alarm system. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-64-045, filed 6/23/81; 
Order FM-77-3, § 212-64-045, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Hazardous areas. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-64-050, filed 6/23/81; 
Order FM-77-3, § 212-64-050, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Fire prevention. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-64-055, filed 6/23/81; 
Order FM-77-3, § 212-64-055, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Maintenance. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-64-060, filed 6/23/81; 
Order FM-77-3, § 212-64-060, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 
Fire evacuation plan. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-065, 
filed 6/23/81; Order FM-77-3, § 212-64-065, filed 
12/8/77.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Fire evacuation drill. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-067, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Staff training. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-64-068, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Alternate methods. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-64-069, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Severability. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-64-070, filed 6/23/81; 
Order FM-77-3, § 212-64-070, filed 12/8/77.] Repealed 
by 93-05-032 (Order 93-02), filed 2/16/93, effective 
3/19/93. Statutory Authority: Chapters 43.63A and 48.48 
RCW. 

WAC 212-64-001 through 212-64-070 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-65 WAC 

GROUP CARE FACILITIES-STANDARDS FOR 
FIRE PROTECTION 

WAC 
212-65-001 

212-65-001 

through 212-65-100 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN THIS CHAPTER 

Purpose. [Statutory Authority: RCW 74.15.050. 81-14-
010 (Order FM 81-3), § 212-65-001, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
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212-65-005 

212-65-010 

212-65-015 

212-65-020 

212-65-025 

212-65-030 

212-65-035 

212-65-040 

212-65-045 

212-65-050 

212-65-055 

212-65-060 

212-65-065 

212-65-070 

212-65-075 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-65-005, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Compliance required. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-010, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Inspections and approval. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-015, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Right of appeal. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-65-020, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Contact with local building and fire officials. [Statutory 
Authority: RCW 74.15.050. 81-14-010 (Order FM 81-3), 
§ 212-65-025, filed 6/23/81.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Occupancy restrictions. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-030, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Hazardous areas. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-65-035, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Number and type of exits. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-040, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Sleeping room doors. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-045, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Windows for emergency egress or rescue, [Statutory 
Authority: RCW 74.15.050. 81-14-010 (Order FM 81-3), 
§ 212-65-050, filed 6/23/81.] Repealed by 93-05-032 
(Order 93-02), filed 2/16/93, effective 3/19/93. Statutory 
Authority: Chapters 43.63A and 48.48 RCW. 
Automatic detection system. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-055, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire alarm system. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-65-060, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire extinguishers. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-65-065, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire prevention. [Statutory Authority: RCW 74.15.050. 
81-14-010 (Order FM 81-3), § 212-65-070, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Maintenance. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-65-075, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 



Group Care Facilities 

212-65-080 

212-65-085 

212-65-090 

212-65-095 

212-65-100 

effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Fire evacuation plan. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-080, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire evacuation drill. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-085, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Staff training. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-65-090, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Alternate methods. [Statutory Authority: RCW 
74.15.050. 81-14-010 (Order FM 81-3), § 212-65-095, 
filed 6/23/81.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Severability. [Statutory Authority: RCW 74.15.050. 81-
14-010 (Order FM 81-3), § 212-65-100, filed 6/23/81.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 

WAC 212-65-001 through 212-65-100 Repealed. 
See Disposition Table at beginning of this chapter. 

Chapter 212-70 WAC 

GROUP CARE FACILITIES FOR SEVERE;LY AND 
MULTIPLY-HANDICAPPED CHILDREN­

STANDARDS FOR FIRE PROTECTION 

WAC 

212-70-010 

212-70-010 

212-70-020 

212-70-030 

212-70-040 

212-70-050 

212-70-060 

through 212-70-260 Repealed. 

DISPOSITION OF SECTIONS FORMERLY 
CODIFIED IN Tms CHAPTER 

Purpose. [Statutory Authority: Chapter 74.15 RCW. 84-
14-015 (Order FM 84-02), § 212-70-010, filed 6/25/84.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Definitions. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-020, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Inspections and approval. [Statutory Authority: Chapter 
74.15 RCW. 84-14-015 (Order FM 84-02), § 212-70-030, 
filed 6/25/84.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Right of appeal. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-040, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Contact with local building and fire officials. [Statutory 
Authority: Chapter 74.15 RCW. 84-14-015 (Order FM 
84-02), § 212-70-050, filed 6/25/84.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Construction requirements-New construction. [Statutory 
Authority: Chapter 74.15 RCW. 84-14-015 (Order FM 
84-02), § 212-70-060, filed 6/25/84.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 

212-70-070 

212-70-080 

212-70-090 

212-70-100 

212-70-110 

212-70-120 

212-70-130 

212-70-140 

212-70-150 

212-70-160 

212-70-170 

212-70-180 

212-70-190 

212-70-200 

212-70-210 

Chapter 212-65 

Construction requirements-Existing facilities. [Statutory 
Authority: Chapter 74.15 RCW. 84-14-015 (Order FM 
84-02), § 212-70-070, filed 6/25/84.] Repealed by 93-05-
032 (Order 93-02), filed 2/16/93, effective 3/19/93. 
Statutory Authority: Chapters 43.63A and 48.48 RCW. 
Design, operation. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-080, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Additions. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-090, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Mixed occupancies. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-100, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Interior stairway enclosure. [Statutory Authority: Chapter 
74.15 RCW. 84-14-015 (Order FM 84-02), § 212-70-110, 
filed 6/25/84.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Other vertical openings. [Statutory Authority: Chapter 
74.15 RCW. 84-14-015 (Order FM 84-02), § 212-70-120, 
filed 6/25/84.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire alarm. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-130, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Smoke detection system. [Statutory Authority: Chapter 
74.15 RCW. 84-14-015 (Order FM 84-02), § 212-70-140, 
filed 6/25/84.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Automatic fire sprinkler system. [Statutory Authority: 
Chapter 74.15 RCW. 84-14-015 (Order FM 84-02), § 

212-70-150, filed 6/25/84.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 
Windows in sleeping rooms. [Statutory Authority: 
Chapter 74.15 RCW. 84-14-015 (Order FM 84-02), § 
212-70-160, filed 6/25/84.] Repealed by 93-05-032 (Order 
93-02), filed 2/16/93, effective 3/19/93. Statutory Authori­
ty: Chapters 43.63A and 48.48 RCW. 
Interior finish. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-170, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Exits. [Statutory Authority: Chapter 74.15 RCW. 84-14-
015 (Order FM 84-02), § 212-70-180, filed 6/25/84.] 
Repealed by 93-05-032 (Order 93-02), filed 2/16/93, 
effective 3/19/93. Statutory Authority: Chapters 43.63A 
and 48.48 RCW. 
Exit identification. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-190, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Emergency lighting. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-200, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Staff training. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-210, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
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Chapter 212-70 Title 212 WAC: Fire Protection 

212-70-220 

212-70-230 

212-70-240 

212-70-250 

212-70-260 

Fire and evacuation plan. [Statutory Authority: Chapter 
74.15 RCW. 84-14-015 (Order FM 84-02), § 212-70-220, 
filed 6/25/84.] Repealed by 93-05-032 (Order 93-02), 
filed 2/16/93, effective 3/19/93. Statutory Authority: 
Chapters 43.63A and 48.48 RCW. 
Fire drills. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-230, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Maintenance. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-240, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Alternate methods. [Statutory Authority: Chapter 74.15 
RCW. 84-14-015 (Order FM 84-02), § 212-70-250, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 
Severability. [Statutory Authority: Chapter 74.15 RCW. 
84-14-015 (Order FM 84-02), § 212-70-260, filed 
6/25/84.] Repealed by 93-05-032 (Order 93-02), filed 
2/16/93, effective 3/19/93. Statutory Authority: Chapters 
43.63A and 48.48 RCW. 

WAC 212-70-010 through 212-70-260 Repealed. 
See Disposition Table at beginning of this chapter. 

Title 220 WAC 

FISHERIES, DEPARTMENT OF 

Chapters 
220-16 
220-20 
220-36 
220-40 
220-44 
220-47 
220-48 
220-52 
220-55 
220-56 
220-57 

220-57A 
220-69 

220-88 

WAC 
220-16-015 

Definitions. 
General provisions. 
Grays Harbor. 
Willapa Harbor. 
Coastal waters-Marine fish. 
Puget Sound-Salmon. 
Puget Sound-Fish other than salmon. 
Shellfish. 
Personal-use licenses. 
Personal-use fishery. 
Fresh water angling-Open areas and sea­

sons. 
Fresh water lakes. 
Fish receiving tickets-Weight delivery 

sheets. 
Emerging commercial fisheries. 

Chapter 220-16 WAC 

DEFINITIONS 

General definitions-Trawl gear. 

WAC 220-16-015 General definitions-Trawl gear. 
(1) "Otter trawl" shall be defined as a cone or funnel-shaped 
net which is towed or drawn through the water by one or 
two vessels. Otter trawl nets may be used both on and off 
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the seabed. Otter trawl nets may be fished with or without 
trawl doors, and may employ warps or cables to direct fish. 
Otter trawl nets are restricted to the following three catego­
ries: 

(a) "Bottom trawl" means an otter trawl in which the 
otter boards or the footrope of the net contact the seabed, 
and includes Danish and Scottish seine gear. 

(b) "Roller trawl" or "bobbin trawl" are identical, and 
mean an otter trawl with footropes equipped with rollers or 
bobbins made of wood, steel, rubber, plastic, or other hard 
material which protects the net during fishing on the seabed. 

(c) "Pelagic trawl" means an otter trawl in which the 
otter boards may be in contact with the seabed but the 
footrope of the net remains above the seabed. Pelagic trawl 
nets may not have footropes protected at the trawl mouth 
with rollers, bobbins, or discs. 

(2) "Beam trawl" shall be defined as a type of bottom 
trawl, consisting of a bag-shaped trawl net utilizing a beam 
to spread the mouth of the net horizontally as it is towed and 
not having weighted otter frames or otter doors. The 
minimum mesh size for beam trawl nets is four and one-half 
inches in a food fish fishery and one and one-half inches in 
a shrimp fishery, unless otherwise provided. 

(3) "Shrimp trawl" shall be defined as a tapered, funnel­
shaped trawl net in which the mesh size is two inches or less 
in the intermediate and codend sections of the trawl. Otter 
doors, otter boards, or a beam may be used to spread the 
mouth of the net horizontally as it is towed. The mouth of 
the net is formed on the upper edge by a line to which floats 
are attached (headrope) and on the lower edge by a line 
which is usually weighted (footrope). Additional webbing is 
frequently attached to the codend section to prevent the net 
from chafing. 

(4) "Scallop dredge" shall be defined as trawl gear with 
interlocking metal ring meshes, which is legal gear for 
harvest of scallops. 

(5) "Codend" shall be defined as the terminal, closed 
end of a trawl net. 

(a) Single-walled codend is a codend constructed of a 
single wall of webbing knitted with single-ply mesh, or with 
double-ply mesh (double twine tied into a single knot). 

(b) Double-walled codend is a codend constructed of 
two walls of webbing. The double-walled portion of the 
codend must be tied knot-to-knot to the trawl net, and may 
not be longer than twenty-five trawl meshes or twelve feet, 
whichever is greater. The use of double-walled codends is 
unlawful in pelagic trawls, roller trawls, and bobbin trawls. 

(6) "Chafing gear" shall be defined as webbing or other 
material attached to the bottom (underside) or around the 
codend of a trawl net to protect the codend from wear. 
Chafing gear must not be connected to the terminal (closed) 
end of the codend. 

(7) "Trawl riblines" shall be defined as heavy ropes or 
lines that run down the sides, top or underside of a trawl net 
from the mouth of the net to the terminal end of the codend 
to strengthen the net during fishing. 

(8) "Trawl mesh size" shall be defined as the distance 
between the inside of one knot and the inside of the opposite 
vertical knot in trawl mesh. Minimum trawl mesh size 
requirements are met if a wedge of legal size can be passed 
without undue force through sixteen of twenty sets of two 
meshes each of wet mesh in the codend. 




